Sample Specification Compact Globe Control Valve

All Thermoplastic modulating control valves shall be of the Globe Valve design. Valves shall have interchangeable seats and plugs to accommodate various flow coefficients (CV), and flow characteristics shall be either linear or equal percentage. Stem seal shall be PTFE and of the bellows design. Self-diagnostic electric actuator shall be constructed of glass-filled Polybutylene Teraphthalate (PBT GF30), have a manual override and position indicator. Actuator shall operate with 115 VAC/1ph supply voltage and a throttling positioner that accepts a field selectable signal of 0-10 VDC or 4-20 mA, and transmit a feedback signal of 0-10 VDC. PVC shall conform to ASTM D1784 Cell Classification 12454-A, PP shall conform to ASTM D4101 Cell Classification PP0210B67272, PVDF shall conform to ASTM D3222 Cell Classification Type II, and PTFE shall conform to PTFE TFM 1600, as manufactured by Asahi/America, Inc.

ASAHI/ AMERICA RECOMMENDS THE USE OF A/V GASKETS FOR THIS PRODUCT LINE

